TYPICAL CONTROL & HYDRAULIC UNIT BUILDING LAYOUT

AMERICAN MANUFACTURING COMPANY, INC.
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MINIMUM CONTROL BUILDING REQUIREMENTS:

BUILDING ENCLOSURE FOR SKID UNIT TO BE SIZED TO

FIT SKID UNIT, CONTROLLER, COMPUTER STATION AND WORK AREA.
ENCLOSURE IS TO BE HEATED, LIGHTED, VENTILATED AND HAVE A DEDICATED
PHONE/DATA LINE FOR REMOTE MONITORING PURPOSES

ELECTRICAL REQUIREMENTS ARE TO BE DETERMINED PRIOR TO
CONSTRUCTION OF SKID AND CONTROLLER.

CONTROL PANEL IS TO BE WALL MOUNTED.

FLOOR DRAIN REQUIRED (CORNER PLACEMENT NEAR SKID RECOMMENDED)
ACCESS/ENTRANCE TO BE SIZED ACCORDINGLY.

MINIMUM 4” x 8' COMPUTER AREA TO BE PARTITIONED OFF FOR SPLASH PROTECTION
EXHAUST FAN WITH THERMOSTAT REQUIRED
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SCHEMATIC VALVING DETAIL

ALVING

To be plumbed inside of building
BY-PASS VAL
(SEE NOTE ON USACE BELOW) /’

24v 70NE RETURN

BACKWASH LINE
SUPPLY FROM *:z:
L HYDRAULIC UNIT
T SKID MOUNTED
PUMP TANK
=K

ZONE FLUSH RETURN LINE
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(SEE NDTE DN USAGE BELOM)
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CROSS-OVER \ALVE USEAGE (NORMALLY CLOSED VAIVE)

®

BY-PASS VAIVING USAGE

CROSS-OVER \ALVE IS USED FOR RETURN LINE CHECK
VALVE TESTING. THIS ALVE CAN ALSD BE USED TO RECYCLE
WASTEWATER BACK TO THE FRONT END OF THE PLANT.

BY-PASS VALVES ARE USED T0 ISOLATE AND REMOVE THE 24y

ZONE RETURN SDLENOID VALVE (FOR REPAR, REPLACENENT, ETC.) BY
DISCONNECTING THE UNIDNS AND RETAIN THE ABLITY TO NANUALLY
SIMULATE THE FORWARD FIELD FLUSH CYCLE.

LEGEND

CHECK VALVE
BRONZE SWING

SHUT-OFF VALVE

24y ZONE RETURN
SOLENOID VANE
{ w/ UNONS FOR RENOVAL)

PUMP & FIOAT
SWITCH WIRES
s
i}
;
Ly
A2
i
FIELD FLUSH

L)

+ Www.americanonsite.com

PUMP POWER SUPPLY

® 'AMERICAN MANUFACTURING — PERC RITE DRIP CONTROLS SCHEMATIC

1-800-345-3132

’—4 116V, 1 0 CONTROL POWER

nev, 10
PHONE

OPTO CONNECTION

iV, AC
ZONE CONTROL

115V, 1 0 ZONE VALVE
POVER SUPPLY

‘ OPTIONAL
(TVSS,

TRANSIENT VOLTAGE

SURGE SUPPRESSION

FITRATION SYSTEM
BACK FLUSH 10 PRETREAT I 1 '
BACK FLUSH
- 0ROSS OVER VALVE
- (NORUALLY CLOSED)
ey
o= 24y
FIELD 70NE
VALVES
cRgUD
HOD
(T s
(1P)
70N 4

IONE L IONE 2

I0NE 3

]
==

ZONE RETURN

S0 Engincering WiscBPTO Schematios (£9207).dvg

il

F—— 24V AC
CONTROL WIRES

TYPICAL LAYOUT

ERICAN
MANUFACTURING CO.

017 llington oad {79 7340077
Cainesville, Virginia 20155 Fax {703) 7540024
1-400-345-31%
Om  wmEsEED

OPTO SCHEMATIC (X9207)

Drawn by: RIW Checked by:  RBM

Date: 05\L2\05 Date: 0

o ok
Thesgeked looue are 1ot sl ebricein g,
Tie war o e i

4 g o i in o o
Cominrhen e e of airls o for o ot
S ot o0 RS eagh TR

Ve Ve e

17 VELIGEN RN, GIESWLEW 2005 MG T05-T54077

AMERICAN MANUFACTURING COMPANY, INC.
5

RO MG o
=0y

)

me

canm:

=D

[3
3

VALVE
DETAIL

g Eon
N vl

e
rum
B
3 . -onms o e
Bl
L v pon i
. AR
H
B { 0% e omun
| ey
B YF
L o
BTy ot g
e
L orm
BT
o
(SR AT VARY)
% p e g [P
b fitg TYPICAL LAYOUT
f
fiz A
e fpa o oo . AMERICAN
w # MANUFACTURING CO.
bl L7 Velngn Tend ) 7640077
T B
P
Presented by:

Ty

American Manufecturing
Company Incorporated

| e |

L
D mwbm

* UMD M TET

T [ cwnawogen ]

a0 i AUSD OB0ASD 060 416 0o

TYPICAL TOTAL LANKAGE
STIED FOR 1-2 D4TS

DESIGH DAICY FUOW

MT-STAGE

FLOV COLLAR ATTACEED
PP TMERS i
ITE ACHOR BOLYS

SURNBRSIHLE pump
SOVLDS Nodel 0103
20 Vol, aingle plase
P

1-800-345-3132 * www.americanonsite,com

PYC BISER & UD
‘GATE VALVE (2)

SCE 80 IO (2)

(2) CEBCK VAE

)

DISCBARGE

DUENSON COUAR ]

BYC COVRLING

|——————— WEIWELL or PUMP CEAMBER

STANDARD DUPLEX PUMP SYSTEM
NOT TO SCALE

oL P

§QgAM]ERICAN MANUFACTURING — DUPLEX PUMP TANK

XERXES
IO WA
10000

FrEy

"ICEARCE 0 FRATIN TR

AMERICAN MANUFACTURING CO.

PTION
il
PU T
L DR - DUFIE
o
[T i PP iy s w [ w

PROFESSIONAL

ENGINEER
LIC. EXP. 11/30/2007

FALCON CREST SUBDIVISION

LAKE VILLA, ILLINOIS

HYDRAULIC UNIT DETAILS

ARTHUR R. OLSON & CO.
965 WESTSHORE DRIVE
FOX LAKE, IL. 60020
(847) 651-1150

SHEET
9/15| A.R.O L.C.H.D.
812| proO L.C.H.D. OF 11
DATE | BY NO. REVISION DATE: 7/12/2006




